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User Guide: Power Outage Contingency Plan Checklist

1. In the event of a power outage, the supervisor(s) on duty (or their designee), should access, via a laptop, and print form TA114 Loss of electrical Power Checklist, to one of the printers that are on the back-up generator (NYDPR-SLS3M and NYDPR-LOG3M).  Uncontrolled previously printed copies should be avoided as they won’t necessarily be the latest revision.  Follow the list of items and check the boxes as items are reviewed.  There is a column for Reaction when the event occurs and a column for Rework after power has been restored. The list is base on Items that have been determined by Engineering to be looked at due to Safety, Quality and Responsiveness. 

2. After completing the list the department Supervisor needs to sign and Date and submit to the operations manager for their review.
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